GENERAL NOTES

1. Call the following Utilities Notification Ceater
48 bours prior to my cxcavation:

Oregon: 811 or 1-800-332-2344
Washington: 811 or 1-800-424-5555

2. ATTENTION: Oregon lsw requires you to follow
rules adopted by the Oregon Utility Notification
Center. Those rules arc set forth in OAR 952-001-
0090. You may obtain copics of the rules by calling
the center. (Note: the telephone number for the Oregon
Utility Notification Center is (503) 2321987 or 811).

3. Fill out construction sketch as-built supplied with
job pecket and return with work order. Ouly one
as-built is required.

4. Al distribution mains must have a minimum depth of
24° snd services must have a minimum depth of 18%
ualess there is an spproved variance.

5. All transmission lines most have @ minimum depth of
30" in Class 'I' locations and 36" in Class 2. 3, & &'
locations, unless there is an spproved varimee.

T o :
have precedence over scaled dimensions.

7. Pressure test shall bo tested in sccordmee with
standards in FOM and Engineering Standard Practice.

8. Test medium for class "B" main shall be air, unless
otherwise noted. Test medium for class "C-F" mam
shall be water, unless otherwise noted.

9. For Class C or higher tests, sec Design Document and
Hydrostatio Report.
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